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begin activities described in your ap-
proved COP, SAP, or GAP. You must 
conduct all activities described in your 
approved COP, SAP, or GAP in accord-
ance with the Safety Management Sys-
tem you described, as required by 
§ 585.810. 

§ 585.812 [Reserved] 

MAINTENANCE AND SHUTDOWNS 

§ 585.813 When do I have to report re-
moving equipment from service? 

(a) The removal of any equipment 
from service may result in BOEM ap-
plying remedies, as provided in this 
part, when such equipment is necessary 
for implementing your approved plan. 
Such remedies may include an order 
from BOEM requiring you to replace or 
remove such equipment or facilities. 

(b)(1) You must report within 24 
hours when equipment necessary for 
implementing your approved plan is re-
moved from service for more than 12 
hours. If you provide an oral notifica-
tion, you must submit a written con-
firmation of this notice within 3 busi-
ness days, as required by § 585.105(c); 

(2) You do not have to report remov-
ing equipment necessary for imple-
menting your plan if the removal is 
part of planned maintenance or repair 
activities; and 

(3) You must notify BOEM when you 
return the equipment to service. 

§ 585.814 [Reserved] 

EQUIPMENT FAILURE AND ADVERSE 
ENVIRONMENTAL EFFECTS 

§ 585.815 What must I do if I have facil-
ity damage or an equipment fail-
ure? 

(a) If you have facility damage or the 
failure of a pipeline, cable, or other 
equipment necessary for you to imple-
ment your approved plan, you must 
make repairs as soon as practicable. If 
you have a major repair, you must sub-
mit a report of the repairs to BOEM, as 
required in § 585.711. 

(b) If you are required to report any 
facility damage or failure under 
§ 585.831, BOEM may require you to re-
vise your SAP, COP, or GAP to de-
scribe how you will address the facility 
damage or failure as required by 

§ 585.634 (COP), § 585.617 (SAP), § 585.655 
(GAP). You must submit a report of 
the repairs to BOEM, as required in 
§ 585.703. 

(c) BOEM may require that you ana-
lyze cable, pipeline, or facility damage 
or failure to determine the cause. If re-
quested by BOEM, you must submit a 
comprehensive written report of the 
failure or damage to BOEM as soon as 
available. 

§ 585.816 What must I do if environ-
mental or other conditions ad-
versely affect a cable, pipeline, or 
facility? 

If environmental or other conditions 
adversely affect a cable, pipeline, or fa-
cility so as to endanger the safety or 
the environment, you must: 

(a) Submit a plan of corrective action 
to BOEM within 30 days of the dis-
covery of the adverse effect. 

(b) Take remedial action as described 
in your corrective action plan. 

(c) Submit to the BOEM a report of 
the remedial action taken within 30 
days after completion. 

§§ 585.817–585.819 [Reserved] 

INSPECTIONS AND ASSESSMENT 

§ 585.820 Will BOEM conduct inspec-
tions? 

BOEM will inspect OCS facilities and 
any vessels engaged in activities au-
thorized under this part. We conduct 
these inspections: 

(a) To verify that you are conducting 
activities in compliance with sub-
section 8(p) of the OCS Lands Act; the 
regulations in this part; the terms, 
conditions, and stipulations of your 
lease or grant; approved plans; and 
other applicable laws and regulations. 

(b) To determine whether proper safe-
ty equipment has been installed and is 
operating properly according to your 
Safety Management System, as re-
quired in § 585.810. 

§ 585.821 Will BOEM conduct sched-
uled and unscheduled inspections? 

BOEM will conduct both scheduled 
and unscheduled inspections. 
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